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1. Abstract 

Maintenance, operation and management of the electric power grid in our digital era require 

processing of rapidly growing quantities of data. In this tutorial, we explain how machine learning (ML) 

and advanced statistical methods are beginning to affect areas of interest to Transformers Committee 

participants. For example: 

‐   Statistical tools for improved data visualization 

‐   ML algorithms for classifying transformer operational status 

‐   Bayesian networks emulating transformer condition assessment by human experts 

‐   Reliability statistics and thermochemistry providing a new approach to DGA 

2. Learning Objectives 
This presentation will cover: 

 What are ML algorithms? How do they work? Do they really learn? 

 Statistical graphical tools that help to understand the data 

 Real applications of ML and statistical tools in the transformer business 

 How chemical thermodynamics provides insight into DGA 

 Reliability engineering statistics transforms DGA 

 How reliability‐based DGA and machine learning are applied at a big utility 

3. Learning Outcomes 

As a result of attending this presentation, attendees will gain an understanding of the following: 

 The meaning of ML and how ML is applied to understand transformer condition 

 Public domain statistical tools and algorithms readily available to the community 

 How reliability‐based DGA works and what information it provides 

 How these advanced tools fit into asset management for an electric power system 
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