Comments from John Lackey - PowerNex Associates Inc. - August 29, 2016

Paul,

Below are some comments from one of our transformer experts for your consideration"
1. Page 46, Line 38 - Add "Normal practice is to mount the pump and manifold outside the transformer on the cover, only hoses go inside with the hydraulic jack".
2. Page 60 - Line 22 - Add "Spring pressure between the moving contact and stationary contacts has to be checked.  Stationary contacts can be bolted or crimped to corresponding tap leads,  These should be inspected for tightness and hot spots."
3. Page 61 - Line 33 - Add "LTC filtering systems should be checked, inlet, outlet piping and filters."  OLC should be changed to "LTC" which is the IEEE term used for Load Tap Changers.
4. Page 63, Line 39 - Add "Check the draw lead insulation where it exits the bushing internal tube.  Circulating currents can develop if insulation gets damaged during draw lead insulation.  Check for burn marks or hot spots on tape."
5. Page 64 - Line 23 - Add "If accessible check current transformer polarity markers with nameplate drawing".

Regards,
John Lackey
johnlackey@ pnxa.com
905-315-0445
